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Misterinin adi /adresi:
Customer name/address

Istek Numarast:

V'V =1 Orugreis Mahallesi Tekstilkent Caddesi Tekstilkent
A21 10/1 102 Esenler Istanbul/TURKIYE
Deney Raporu LVD-322-05
Test Report 02-19
VTEKE ELEKTRIK ITH. IHR. TIC. VE SAN. LTD. $Ti./Merkez Mah., Aldemir Ck. Sok., No. 6/3, Istanbul —
Turkiye
13022019ebb1

Order no.

Numunenin Adi ve Tarifi:
Name and identity of test item

Numunenin Kabul tarihi:

TK100 ; Akim Trafosu Plastik Malzemesi - Current Transformer Plastic Material

The date of receipt of test item AL

Ac¢iklamalar:

Remarks Uran ilgili testlerden gecmistir, litfen raporu inceleyiniz. / The product passes related tests, see report below.

Deneyin yapildign tarih:

Date of Test e

Deney Standart

Test Standard IEC/EN 62262:2002

Raporun Sayfa Sayisi:

Number of pages of the Report 6 anyta/pages
Tarih Deney Sorumlusu Laboratuvar Miidiirii
Date Person in charge of test Head of Testing Laboratory

2019-02-28 Timur GUSER ' Timur GUSER

. 3 /%%&- ’7f 7.5

Bu rapor laboratuvarin izni olmadan kismen kopyalamp ¢ogaltilamaz.

Imzasiz ve mihiirsiiz raporlar gegersizdir.

This report shall not be reproduced other than in full except with the permission of the laboratory
Testing reports without signature and seal are not valid.
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TEST REPORT
IEC/EN 62262
Degree of protection provided

by enclosures for electrical equipment against external
mechanical impacts (IK code)

Report Number.........cccceeevrecnennnnt. LVD-322-05

Dte oF IAEI0...csumrassinmssosunssy. 20190028

Total number of pages ................... Test Report : 5 pages
Annex 1 (Photo Documentation) : 1 page

Applicant’s name......................... CGS TEST HIZMETLERI TEKNIK KONTROL VE
BELGELENDIRME ANONIM SIRKETI

ATAIOBE ...cueiissssssesmnonsisansrsinisssoss Orucreis Mahallesi Tekstilkent Caddesi Tekstilkent A21 10/1 102
Esenler Istanbul/TURKIYE

Tosting Location .......cescesssesisssses : CGS TEST HIiZMETLERI TEKNIK KONTROL VE
BELGELENDIRME ANONIM SIRKETI

AAArO8S....civossiiinmivsssrmsssissmissssssss ¢ Orucreis Mahallesi Tekstilkent Caddesi Tekstilkent A21 10/1 102
Esenler istanbul/ TURKIYE

Applicant’s name ............................  VTEKE ELEKTRIK ITH. IHR. TIC. VE SAN. LTD. STi.

Address..............coenninsesncnssinnnnnnnnt. - Merkez Mah., Aldemir Ck. Sok., No. 6/3, istanbul — Turkiye

Test specification:

Standard ..........cuccmssssnsssase. IEGIEN 62262:2002

TOst Procedure.......ccusesmssiisinoe . Type Test

Non-standard test method............... N/A

Test Report FormNo. ................... . F51_19_R1.0

Copyright © 2009 IEC System for Conformity Testing and Certification of Electrical Equipment
(IECEE), Geneva, Switzerland. All rights reserved. ,
This publication may be reproduced in whole or in part for non-commercial purposes as long as the IECEE is acknowledged as

copyright owner and source of the material. IECEE takes no responsibility for and will not assume liability for damages resulting from
the reader's interpretation of the reproduced material due to its placement and context.

Test item description.................... : VTEKE ELEKTRIK iTH. IHR. TiC. VE SAN. LTD. STi.
Trade Mark...........ccooovvieiieiiiiiiice, : VTEKE
Manufacturer.....................................  TK100

Model/Type reference ....................... Current Transformer Plastic Material
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Summary of testing:

Tests performed (name of test and test clause): | Testing location:

IEC/EN 62262 : Degree of protection provided by |CGS TEST HIZMETLERIi TEKNIK KONTROL VE
enclosures for electrical equipmentagainst external | BELGELENDIRME ANONIM SIRKETI
mechanical impacts (IK code).

Orucreis Mahallesi Tekstilkent Caddesi Tekstilkent
A21 10/1 102 Esenler istanbul/TURKIYE

Summary of compliance with National Differences:

Copy of marking plate

IEC
CL 10 K100

1200/5 ‘

15 VA
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{ ": TEST | *| Format No:F51_19 R1.0
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Test item particulars ................................... Current Transformer Plastic Material
Classification of installationand use ......................:. Fixed
Supply Connection..............cccccccccocevveveveccecne... Terminal

Possible test case verdicts:

- test case does not apply to the test object .............. N/A

- test object does meet the requirement................... P (Pass)

- test object does not meet the requirement............. . F (Fail)
TeSting .......oooooiiiii e

Date of receipt of testitem ...................ccccoooevee.s 2019-02-18
Date (s) of performance of tests...............c....ccc........ . 2019-02-21

General remarks:

“(See Enclosure #)" refers to additional information appended to the report.
"(See appended table)" refers to a table appended to the report.

Throughout this report a [X] comma / [] point is used as the decimal separator.

General product information:

Current transformers are measurement transformers used to measure‘current flowing through the
circuit.
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IEC/EN 62262
Clause Requirement + Test Result - Remark Verdict
IK TEST
Degrees of protection provided by er.\clo.sure for electrical equipment against P
external mechanical impacts (IK code)
- Classification according to IK code.................... : | IKO7 =
-Impact Energy (J) ....coooveoiieeeieeeeeeeeee |24 —EE
- Impact test equipment ...............c.occoviiiiie .| Pendulum hammer =
- Number sample tested....................cccccooviiii. | —
- Condition for test sample mounting .................... : | Wall mounted o
o T (- I ——— . |Plastic enclosure
- Number of impact ... : 13
- Ambient temperature (°C) ..........ccccovveeureeeeeennnn. : [24,3°C —
= PTOCONAIION: ::s:c: convsssesimmmaiianesnomssssmnnssnssmesnessssnenss 3 e N/A
-Testevaluation ..................ocooiiioiiiieee, . | After the test, there was no
damage, no deformation P
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ANNEX 1
Photo Documentation

Photo documentation

Product View

Product View
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